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GENERAL NOTES' 200% NEUTRAL | ] Hincep v IR FEED THRU LUGS [ ] ISOLAT. GND BUS | ] N
UL LISTING
A. FIRESTOP ALL PENETRATIONS THROUGH FIRE AND SMOKE WALLS. . DESIGN
NAME | LOCATION |  SOURCE RATING (AMPS) | P %‘gg/ VOLTAGE |MOUNTING ‘(s sv. | MAKE | HEMA
B. ALL WIRING SHALL BE PLENUM RATED. N— WICB MLO AMPS) SQ-D ELECTRIC EQUIPMENT AND CONTROL SCHEDULE
LPU~13 Beu - 100 38, 4W |208 Y/120 SURFACE| 10K NQOD 7
FIRE ALARM DEVICES SHALL BE CONNECTED TO THE MAIN BUILDING FIRE ALARM WASTE. PYRTT: YR EQUIPMENT SUPPLY DISCONNECT SWITCH CONTROLS
CONTROL PANEL. ol DESCRIPTION BREAKER | e BREAKER DESCRIPTION yold MOTOR
. ' ‘ CIRCUIT SWITCH| FUSE | NEMA | CONTROLLER | STARTER/ | NEMA | NEMA
COORDINATE ALL SHUTDOWNS WITH OWNER. L OADING Dock REC | 20477P _4 5 2077TP | WEDICAL WASTE FEC. | 2 NAME ROOM LOCATION | HP | KW |PHASE|VOLTS | SOURCE | gntials | WIRING FROM SOURCE TO CONTROL UNIT |WIRING FROM CONTROL UNIT TO EQUIPMENT >4 Sl foo | St | © 78 o e | o o | s 7e | i | NOTES
b 3 | MEDICAL WASTE REC. | 20A/1P 4 4 20A/1P | U—12 PASSAGE REC. | 4 NOTE
E. PROVIDE BLANK COVERS, CUTTING, PATCHING AND FIRE SEAL AS REQUIRED WHERE . .
EXISTING COMMUNICATION OR ELECTRICAL WORK HAS BEEN REMOVED AND WHERE 5 RTU — LIGHTS 204/1P | .2 20A/1P | CART TIPPER CONTROL| & 6—RTU—R—1 ROOF 2 — 3 | 208 | tpu—13 | 20A/3P 3-#12 & 1-#12 EG._IN %C I#12 & 1-#12 EG. IN2C - - - AT UNIT 511,712,714 0 | 3R | A
NEW WORK IS INSTALLED. 7 | LOADING DOCK LIGHTS | 20A/7P 5 6—ACCU—R—1 ROOF — — 3 | 208 | LPU—13 | 45A/3P 3-#8 & T—-#10 EG. IN %C 3-#8 & 1-#10 EC. IN%C 30 | NF | 3R AT UNIT 10 _ — y
i . T 797 MED/CZ“JAL7 g/AE/Zi TLS/GHTS ggﬁ ;g 204/3P 6—RTU—R—1 ;g 6—EF—R—1 ROOF 7 — 3 | 208 | LPU—13 | 20A/3P 3—F12 & 1-#12 EG. IN 5C 3412 & 1-#1Z EG. IN /5°C — — — AT UNIT | 511,12 | 0 | 3R | A
F. FOR ALL DEVICES SHOWN ON EXISTING WALLS TO REMAIN. FISH EXISTING WALL — CART TIPPER | MED WASTE - - 3 | 480 | mcc—1 | 20A/3P 3-F12 & 1-#12 EG. INKC 3-F12 & 1-#12 EG. INK'C 30 | ~NF [ 3R AT _UNIT 10 - - [ABC
WHERE POSSIBLE OR SURFACE MOUNT DEVICES USING SURFACE METAL RACEWAY. 13 SPARE 204/1P 14 /. # # 2 # # 2 B,
COORDINATE ALL RACEWAY PATHS TO AVOID EXISTING ROOM FEATURES PRIOR TO 5 SPARE 2041P 454/3P 6—ACCU—R—1 16
ROUGH—IN. PROVIDE ALL NECESSARY FITTINGS FOR A COMPLETE JOB. 17 SPARE 204/1P 18 MOTOR STARTER NOTES: NOTES:
19 SPARE 20A/'1P 20 " 7Y T =
G. THIS INFORMATION REPRESENTS EXISTING CONDITIONS BASED ON ORIGINAL SITE 27 SPARE 204,/7P 204/3P 6—FF—R— 1 22  MOTOR RATED SWITCH A PROVIDE NEW BREAKER IN EXISTING PANEL NOTED.
DRAWINGS AND OBSERVED SITE CONDITIONS. ~NOT ALL WIRING, CONDUIT, AND 23 SPARE 20A/1P 24 2. MANUAL MOTOR STARTER BREAKER TO MATCH EXISTING PANEL CONSTRUCTION.
DEVICES ARE SHOWN. THE CONTRACTOR SHALL FIELD VERIFY CIRCUITING, ROUTING, o SPARE 20477P Z08,7P SPAFE 6 S NANDAL OTOR STASTES Wi PELAY
gg‘; OES)?COTF ‘fq‘ﬁ’vgg%lv c T/gg N%%’/VTTR';V%‘EJR F%&&g’fﬁgﬁg&gﬂ’;ﬁﬁ la“é\’g NOT 27 SPARE 20A/1P 20A/1P SPARE 28 4. MAGNETIC STARTER B. PROVIDE SEPARATE 120 VOLT DEDICATED CIRCUIT
SCHEDULED FOR REUSE. ' ' ' 29 SPARE 20A/1P 204/1P SPARE 30 5. COMBINATION MAGNETIC STARTER FROM A SPARE 20A/1P CIRCUIT BREAKER IN PANEL
: & SPARE S0A TP 208/7P SPARE 32 6. VARIABLE FREQUENCY DRIVE LPU—13 AND PROVIDE SEPARATE CONNECTION TO
H. SUBMIT A LIST OF ALL [TEMS REMOVED TO OWNER. TURN SELECTED ITEMS OVER 55 §§§§§ gg\‘gg = L e ers Vo e e R CART TIPPER CONTROLLER.
TO OWNER. LEGALLY DISPOSE OF ALL REMAINING ITEMS. % SPACE SPACE % o DUPLEX CONTROLLER WITH AL TERNATOR. CIRGEUIT . MODIFY EXISTING SPARE BUCKET IN EXISTING MCC—1
I, COORDINATE ALL CONDUIT RUNS WITH OTHER TRADES AND EXISTING CONDITIONS 39 SPACE SPACE 0 T A O N cover LOCATED IN THE BOILER ROOM FLOOR AS REQUIRED.
PRIOR 70 STARTING WORE 47LE,LT SIDE iZABC—ETOTAL 0.20]0.80]0.00|0.00(0.00|0.00(7.20| 0.00 | RIGHT SIDE SUB Tgiﬁf s = ;é g%ﬁgré/6§;é¢ §%/ERPUSHBWONS REQUIRED. TO FEED NEW EQUIPMENT.
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o ‘/' g@%‘/gfs 45//50 WS,\? Uﬁgg V(,)D‘IJETLE,I ggﬁDm/fHFéoﬁ%Guﬂ%% ’g’(\)’)@( Frg’? A’é%%%%’fg/ DATA TOTAL CONNECTED LOAD 0.20|2.00|0.00|0.00| A PHASE | B PHASE |C PHASE 14. FIRE ALARM FAN SHUTDOWN AREA OF
- TOTAL CONNECTED LOAD PER PHASE 15. LINE=VOLTAGE THERMOSTAT WORK
b CORRIDOR CEILING SPACE. PROVIDE PLASTIC BUSHINGS ON BOTH ENDS OF DEMAND FACTOR 0.7 [10r.5| 0.9 [ 09| 1.20 0.80 0.20
CONDUIT. COORDINATE INSTALLATION WITH VA TELECOMMUNICATIONS NOTES: -
DEPARTMENT. PROVIDE PULL STRINGS IN ALL VOICE/DATA OUTLETS. ESTIMATED DEMAND 0.74]6.00]0.00|0.00] KDL WikG O D’
TOTAL ESTIMATED DEMAND (KVA) 6.14 * WING
K. PROVIDE ALL TEMPORARY CONNECTIONS AND CROSS CONNECTS AS REQUIRED FOR TOTAL AMPS 17.04
PROJECT PHASING TO MAINTAIN POWER, LIGHTING, DATA, VOICE AND PUBLIC LUMINAIRE SCHEDULE
ADDRESS SYSTEMS. TYPE DESCRIPTION LAMP | VOLTAGE CATALOG NO. NOTES _
DRAWING NOTES: 4’ FLUORESCENT NARROW 120/277 DAYBRITE
FA WRAPAROUND (2) 32w / 'OW SERIES’
CIRCUIT EXIT LIGHT TO EXISTING LOCAL LIGHTING BRANCH CIRCUIT AHEAD OF ALL (7) PROVIDE NEW 204/1P CIRCUIT BREAKER IN NEW LIGHTING PANEL BEING
SWITCHING.  MODIFY AND EXTEND CIRCUIT AS REQUIRED. FURNISHED BY ANOTHER CONTRACT LOCATED IN BASEMENT AREA BELOW INFILL ARCHITECTURAL WEDGE WALL
AS REQUIRED TO CONNECT NEW EXTERIOR LUMINAIRES. SCONCE HEIGHT: 7.25", WiDTH:| 2 ENGINES
(2) INTERLOCK DOOR WITH COMPACTOR MOTOR TO NOT ALLOW DOOR OPERATION 505" DEPTH 9125” NiGuT | 700mA
WHILE COMPACTOR IS IN USE. PROVIDE NEW 20A/1P CIRCUIT BREAKER IN NEW LIGHTING PANEL BEING FB TIME FREENDLY, TYPE Il |PRIVER(20)| 120,277 GARDCO LIGHTING
FURNISHED BY ANOTHER CONTRACT LOCATED IN BASEMENT AREA BELOW INFILL DISTRIBUTION, DARK BRONZE IN LED
(3 wor usep. AS REQUIRED TO CONNECT NEW EMERGENCY LUMINAIRES. LUMINAIRES SHALL COLOR, WET LISTED WITH 4000K
ALSO ACT AS NIGHT LIGHTS AND WILL BE UNSWITCHED. PHOTOCELL 47 WATTS
(4) MODIFY AND EXTEND EXISTING FIRE ALARM NOTIFICATION APPLIANCE CIRCUIT AS @
REQUIRED AND CONNECT NEW NOTIFICATION DEVICES. MATCH EXISTING DEVICES. MODIFY AND EXTEND EXISTING COMPACTOR FEEDER AS REQUIRED TO REINSTALL
COMPACTOR IN NEW LOCATION. RELOCATE EXISTING DISCONNECT AND COMPACTOR Ex1 EXIT LIGHT, UNIVERSAL _ 120 LITHONIA_LIGHTING
@ MODIFY AND EXTEND EXISTING FIRE ALARM INITIATION DEVICE CIRCUIT AS CONTROLLER. PROVIDE ALL REQUIRED CONTROL WIRING AND CONDUIT. MOUNTED, LED LIGHTING CAT. NO. ECR LED M6
REQUIRED TO CONNECT NEW INITIATION DEVICES. MATCH EXISTING DEVICES.
= MODIFY AND EXTEND EXISTING BASEMENT LIGHTING CIRCUIT AS REQUIRED TO KE Y P L AN
@ PROVIDE LIGHTING CIRCUIT FROM PANEL LPU—13 AS REQUIRED TO CONNECT NEW INSTALL (2) NEW TYPE FA LUMINAIRES IN AREA BELOW INFILL.
LUMINAIRES. SCALE: NONE N
(1) REINSTALL EXISTING WIRELESS ACCESS POINT IN LOCATION SHOWN. '
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